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KEYNOTES

111 SUN SHADE CANOPY, SEE A6.9
114 PREFINISHED CONDUCTOR HEAD AND DOWNSPOUT COLOR TO PT-5, RE:A5.4 ROOF DETAILS
115 OVERFLOW SCUPPER
116 RTU, RE: MECHANICAL
123 WALK PAD, TYP.
124 ROOF HATCH
131 KITCHEN EXHAUST FAN, RE:MECHANICAL
132 EXHAUST FAN, RE:MECHANICAL
150 TIEBACK ANCHORS ATTACHED TO THE STRUCTURAL TUBE
163 TPO MEMBRANE ROOFING SYSTEM; RE: A1/A5.3.
165 ICE MACHINE CONDENSER UNIT.
166 MULTIPLEX CONDENSER UNIT.
182 CONDENSATE LINE PENETRATION
183 FREEZER CONDENSING UNIT, RE: MEP
184 REFRIGERATOR CONDENSING UNIT, RE: MEP
185 ROOF PENETRATION, RE:B2/A5.2
186 PRE-FINISHED METAL COPING
187 BRICK SILL BELOW
188 PRE-FINISHED METAL TRIM
189 FACTORY FINISHED LOUVER INSERT PANELS
190 PAINTED STEEL STRUCTURE, RE: STRUCTURAL
191 RTU CLEAR AREA, RE: MEP
192 ANTENNA TO BE LOCATED WITHIN 12"-24" OF PARAPET WALL ABOVE THE IT LOCATION (IN THE MANAGERS

OFFICE), RE:C1/A5.3 & RE: ELECTRICAL

198 ROOF SCREEN WALL LIGHT, RE: FIXTURE SCHEDULE(A1.3) AND ELECTRICAL
215 ILLUMINATED SIGNAGE BY OTHERS, G.C. TO PROVIDE PLYWOOD BLOCKING AS NEEDED TO ATTACH SIGNAGE.
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